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MEDS
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3A-150

OFFICE

3A-171

P-528

(E)1"

(E)3/4"

(E)3/4" HW, (E)3/4"HWR

& (E)1" CW

(E)1-1/4" HW,

(E)3/4"HWR & (E)2" CW

(E)1-1/2" HW,

(E)3/4"HWR & (E)2-1/2" CW

(E)2" HW, (E)3/4"HWR

& (E)2-1/2" CW

(E)2" HW,

(E)3/4"HWR & (E)3" CW

(E)2-1/2" HW,

(E)3/4"HWR & (E)4" CW

(E)2" HW, (E)3/4"HWR

& (E)3" CW

(E)2" HW, (E)3/4"HWR &

(E)2-1/2" CW

(E)1" BFP

HB

(E)1" CW DN TO

FLOOR BELOW

HW

HW HW

HW

CW

CW

CW

CW

P-414

P-421

P-104

P-414

P-421

P-104

P-701

P-701

P-414

P-421

P-104

P-701

P-414

P-421

P-104

P-701

PATIENT

3C-102A

PATIENT

3C-103A

PATIENT

3C-104A

PATIENT, NEG.

3C-101A

CORR.

C3-22

(E)2" CW &

(E)3/4"HW

(E)2-1/2" CW &

(E)1-1/2"HW

(E)2" CW &

(E)1"HW

(E)2" CW &

(E)1-1/4"HW

(E)3/4"HWR

PLUMBING FLOOR PLAN - DOMESTIC 

WATER - EAST AND SOUTH WING

PL101

1/8"=1'-0"

 1/8" = 1'-0"

PLUMBING FLOOR PLAN - DOMESTIC WATER - EAST WING

 1/8" = 1'-0"

PLUMBING FLOOR PLAN - DOMESTIC WATER - SOUTH WING

SHEET KEYNOTES

INSTALL NEW WALL-HUNG LAVATORY AND FAUCET. ROUTE NEW

PLUMBING AND TIE-IN TO EXISTING H&CW LINES.

INSTALL NEW WALL-MOUNTED SHOWER WITH A SINGLE LEVER

MIXING VALVE AND HAND-HELD SPRAY HEAD WITH FLOOR DRAIN.

ROUTE NEW PLUMBING AND TIE-IN TO EXISTING H&CW LINES

GENERAL PLUMBING NOTES

SEE SHEET PL001 FOR GENERAL PLUMBING NOTES.

PLUMBING SYMBOLS

SEE SHEET PL001 FOR PLUMBING SYMBOLS.

INSTALL NEW WALL-HUNG TOILET AND FLUSH VALVE ON FLOOR

MOUNTED CARRIER. ROUTE NEW PLUMBING AND TIE-IN TO EXISTING CW

LINE.

INSTALL CLINIC SERVICE SINK WITH BED PAN WASHER AND FAUCET.

FAUCET WILL REQUIRE 1/2" CW AND HW SUPPLY, FLUSH VALVE WILL

REQUIRE 1" CW SUPPLY. ROUTE NEW PLUMBING AND TIE-IN TO EXISTING

H&CW LINES

INSTALL NEW REFRIGERATOR ICE MAKER OUTLET BOX. ROUTE NEW

PLUMBING AND TIE-IN TO EXISTING CW LINE.

INSTALL NEW DRINKING FOUNTAIN. ROUTE NEW PLUMBING AND TIE-IN

TO EXISTING CW PIPING.  ROUTE CW SUPPLY FROM REMOTE WATER

COOLER LOCATED ABOVE THE CEILING TO WALL MOUNTED DRINKING

FOUNTAIN.

INSTALL NEW SINGLE COMPARTMENT COUNTERTOP SINK AND FAUCET.

ROUTE NEW PLUMBING AND TIE-IN TO EXISTING H&CW LINES

INSTALL NEW DOUBLE COMPARTMENT COUNTERTOP SINK AND FAUCET.

ROUTE NEW PLUMBING AND TIE-IN TO EXISTING H&CW LINES

INSTALL NEW SERVICE SINK AND FAUCET. ROUTE NEW PLUMBING AND

TIE-IN TO EXISTING H&CW LINES.
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AND

FACILITIES

MANAGEMENT

DESIGN/BUILD

FULLY SPRINKLERED

CONSTRUCTION DOCUMENT SUBMISSION

05-16-2014

1

2

ROUTE CW SUPPLY FROM REMOTE WATER COOLER ABOVE CEILING TO

WALL MOUNTED DRINKING FOUNTAIN.

PROVIDE NEW HOSE BIBB

EXISTING 2" HW ISOLATION VALVE, 3" CW ISOLATION VALVE AND 3/4"

HWR BALANCING VALVE. (TYPICAL 2 PLACES)

1                 ADDENDUM #1 6/4/2014
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1


